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Abstract— Microgrid is a single controllable unit constituting 

distributed generation (DG) and load in the power system. The 
micro source includes photovoltaic (PV) cells, wind turbine, 
micro turbine, fuel cell, electric accumulator and flywheel etc. 
Usually, the micro source operates in parallel with the normal 
distributed network that uses the power electronic devices. There 
are two typical operation modes of micro grid as the grid-
connected mode and islanding mode. Thus, the running control 
problem is one key issue of the microgrid, which needs to be 
resolved in the actual operation. For exact synchronism, to 
protect the system and to reduce the load in case of imbalance 
condition, a control system is necessary to bring the system 
instability while providing efficient and robust electricity to the 
micro grid. This paper mainly analyses the micro sources with 
different types of loads and dispersion characteristics in different 
operating mode using droop control method. 

Keywords—Microgrid; Distributed Generation; Droop Control; 
Voltage & Frequency Stability 

I. INTRODUCTION 
Distribution generation (DG) is an approach that consists 

of small scale technologies to produce electricity. In recent 
years DG technologies have developed drastically and are 
very much focused due to its lower cost of electricity and high 
power reliability [1].Distribution generation (DG) 
technologies have not only positive impact but also negative 
impact on power system stability [2]. As electrical losses are 
very significant for power systems, the massive installation of 
DG systems help to reduce the electrical losses and to 
minimize the effect of CO2emissions in the atmosphere. 

An important consequence would be a significant reduction in 
the investment on electrical facilities. Moreover, the efficiency 
of the system can be increased by using the waste heat 
properly. Nevertheless, with the drastic increase of using DG 
systems in diverse electrical networks, problem may arise 
frequently. While using distribution generation systems, 
voltage regulation and frequency are likely to be affected 
because of the rapid changes in the levels of the generation 

and intermitting natural of source. If correct addressing 
coordination is not maintained properly it can have negative 
impact on the system’s safety and reliability [3, 4].Organizing 
and coordinating these resources in the electrical networks can 
avoid these problems. Furthermore, a DG system can be 
utilized as supplementary service provider for voltage control, 
load regulation as well as spinning reserve [5]. 

 
Fig. 1: Schematic diagram of stability analysis 

To introduce the application of DG systems into the 
electrical network, a microgrid system is the most appropriate 
way, which is defined as a group of interconnected loads and 
distributed micro energy resources. A DG acts as a single 
controllable system capable of operating in parallel with, or 
independently from, the main power grid[6].In the following 
microgrid schematic diagram two DGs are connected with 
60kW load with the Bus bar and AC loads are connected with 
real load of 40kW and reactive load of 20kW with bus bar. 
Apart from this the bus bar is also connected with the main 
grid. There exist various microgrid management patterns that 
can nearly be classified into three groups [7]. The first one 
mainly deals with the physical prime mover management, 
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In where the state variables are  is the rotational speed of 
the prime mover, is the rotational speed of the electrical 
generator and  the torque developed through the shaft. There 
are two inputs; one is the mechanical torque supplied by the 
engine, and another input is the electromagnetic torque 
developed due to electrical load. 

III. POWER SHARING METHOD IN A MICROGRID 
 Rapid development of digital signal processors have made 
it easy to increase the use of this control techniques for the 
parallel operation of inverters. These controltechniques can be 
divided into two main sections with regard to the use of 
control wire interconnections. The first method is mainly 
based on active load sharing, e.g., centralized, master–slave 
(MS) and average power sharing. However,these control 
techniques attainexcellent output-voltage regulation as well as 
equal current sharing and it is necessary for them to use 
critical intercommunication lines among modules that could 
minimize the system expandability and reliability [14]. 

The second one is mainly based on the droop method [15–
16]. This methodmainly comprises of tuning the frequency 
and voltage amplitude for stabilty whlile in terms of the real 
and reactive power inserted by the inverter. The droop method 
is very much consistent, flexible and reliable than the 
communication based methods, since it utilizes the local 
measurements.  

The droop method is based on a renowned concept in the 
power systems that  based on rotating generators, frequency 
and active power, which are closely related[17-19]. This 
concept is widely used in the power sharing control of parallel 
connection of UPS and DG systems. While using electrically 
coupled DG systems with parallel structure, the real and 
reactive power components supplied to the ac bus are 
determined, and the resultant signals are applied to adjust and 
tune the frequency and voltage amplitude of thesystem  

 

Voltage and Frequency Droop Control Method 
The common droop characteristics equations can be 

depicted as follows. 

)   (1) 

   (2) 

Where U*and f*are respectively the voltage magnitude 
and frequency at no load. The m and n parameters are the 
droop frequency and amplitude coefficients, and P* and Q* 
are the reference signal of the active power. The strategy of 
droop control is that each DG shares the power demand 
according to its own droop characteristic functions [20]. The 
droop characteristic is shown in Fig.3. 

Fig. 3 shows that DGs allocate power according to the new 
stable working point at  and V and the DG with steeper slope 
will share less power. Figs. 4 and 5 represent the schematic of 
droop control and details of ‘Voltage Formation’ block. The 
flow of real power is linearly dependent on the phase angle 
difference, and the reactive power flow is linearly dependent 
on the voltage magnitude difference. As illustrated in Fig. 4, 
the measured P and Q, reference P* and Q*, nominal f* and 
V* are considered as the input to calculate the reference fref 
and vref in ‘droop control’ block. ud_ref and uq_ref are 
reference voltage at d and q axis respectively after ‘voltage 
formation’ block. 

In Fig.5, f* and V* are grid rated frequency and voltage 
magnitude, respectively. fref, and Vref are reference frequency 
and voltage magnitude, and they are obtained by droop control 
characteristic. Three-phase uref is obtained by voltage 
formation device and then converted into ud_ref and uq_ref by 
Park’s transformation [21]. 

 
Fig.3: The droop characteristic 

 
Fig.4: Schematic of the droop control [33].                                        Fig.5: Details of droop control and voltage formation [33]. 
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TABLE 1. MICROGRID DETAIL 
COMPONENT PARAME

Main Grid Voltage AC = 400 V
Source Resistance= 0
Source Inductance= 

Distributed Generation(DG)1 DC VOLTAGE=400

Distributed Generation(DG)2 DC VOLTAGE=400

LOAD1 Active load= 40kW 
Reactive load=20kW

LOAD2 Active load=20kW 
Reactive load=10kW

LOAD3 Active load=60kW 
Reactive load=30kW

LOAD4 Active load and Re
high 

DROOP CONTROL 1/m1 = 5×10-5, 1/n1 
1/m2 = 0.15×10-5, 1/

In the following table, two Distributed 
are used and the generation voltage is 400 V
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Fig.6: Frequency analysis when load is

Fig.7: Frequency analysis when load is
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Fig. 9: Frequency analysis when both active and reac
50% at islanded mode 

In Fig.10 and Fig.11 the first distributed
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Fig. 10: Voltage of DG1 at grid connected mode 

Fig.11: Voltage of DG1 at islanded mode 

Fig. 12:Voltage analysis of DG2 at grid connected mode

Fig. 13:Voltage analysis of DG2 at islanded mode 
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Fig. 14:Voltage Analysis in load side in
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Fig. 15: Active and Reactive Power at 

Fig. 16: Active and Reactive Power at 
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CLUSION 
us on onsite generation system 

oss and easy stability analysis 
ever, absence of proper control 
t be tricky to manage renewable 
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have shown that the droop 

in terms of reallocating power 
fast responding to load changes 
ncy and voltage at acceptable 
eveloped to ensure the quick 
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system. Researchers believe that the distributed generation 
system will play an important role with utility grid with the 
help of sound power sharing techniques. 
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